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GENERAL NOTES

1. CONSULT ARCHITECTURAL REFLECTED CEILING PLANS FOR EXACT LOCATION OF ALL LIGHTING FIXTURES.

2. VERIFY ALL EQUIPMENT DIMENSIONS AND LOCATIONS BEFORE BEGINNING ROUGH—IN. CONSULT ALL APPLICABLE
CONTRACT DRAWINGS AND SHOP DRAWINGS TO INSURE NEC CODE CLEARANCES REQUIRED AROUND ALL

ELECTRICAL EQUIPMENT.

3. CONTRACTOR SHALL VERIFY ALL ELECTRICAL LOADS (VOLTAGE, PHASE, CONNECTION REQUIREMENTS, ETC.) OF
EQUIPMENT FURNISHED UNDER DIVISION 15 WITH APPROVED MECHANICAL SHOP DRAWINGS BEFORE BEGINNING

ROUGH—IN.

4. SEE SECTION 16510 OF THE SPECIFICATION REQUIRED COORDINATION MEETINGS WITH MECHANICAL AND CEILING

CONTRACTORS.

5. SEE APPLICABLE SHOP DRAWINGS FOR ROUGH—IN LOCATION OF ALL EQUIPMENT, WIRING DEVICES, ETC.
WHERE APPLICABLE MOUNT ALL WIRING DEVICES ABOVE BACKSPLASH EXCEPT THOSE SERVING UNDER COUNTER

EQUIPMENT.

6. SEE SPECIFICATION FOR ENERGY SAVING LAMP AND BALLAST REQUIREMENTS.
7. FINISHES OF ALL LIGHT FIXTURES SHALL BE SELECTED BY ARCHITECT.

8. THE ELECTRICAL CONTRACTOR SHALL NOTIFY AND COOPERATE WITH THE MECHANICAL CONTRACTOR SUCH THAT
NO PIPING, DUCTS, OR EQUIPMENT FOREIGN TO THE OPERATION OF THE ELECTRICAL EQUIPMENT SHALL BE

PERMITTED TO BE INSTALLED IN, ENTER OR PASS THRU ELECTRICAL ROOMS OR SPACES, OR ABOVE OR BELOW

ELECTRICAL EQUIPMENT IN OTHER AREAS.

9. ELECTRICAL BOXES SHALL NOT BE LOCATED
ADJACENT TO OPENINGS. COORDINATE LOCATION OF BOXES WITH MASONRY CONTRACTOR.

10. ALL PENETRATIONS OF FIRE RATED FLOORS, WALLS, AND CEILINGS SHALL BE SEALED WITH APPROVED

IN MASONRY COLUMNS IN BRICK WALLS OR IN GROUTED CELLS

MATERIAL TO MAINTAIN FIRE RATING OF SURFACE PENETRATED.
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ELECTRICAL SYMBOL SCHEDULE

N ODINOGRGINS

1

SEE FIXTURE SCHEDULE FOR TYPE, MOUNTING AND WATTAGE.
HEIGHT MEASURED TO CENTER LINE OF THE BOX FROM THE FINISHED FLOOR.
REFER TO DRAWINGS FOR DIRECTIONAL ARROWS.
SUBSCRIPT KEYS SWITCH TO FIXTURES noz._.zo_._-mc
NEMA TYPE 'ND’ NON—FUSED UNLESS NOTED m.Mv ISED). USE 'HD' 480 V.
HEIGHT TO BE THE LOWER OF EITHER BD" A.F.F. OR

PROVIDE H.O.A. AND S.S. PUSHBUTTONS AS REQUIRED.
DOUBLE ARROWS DENOTE A DOUBLE FACE UNIT.
COORDINATE WITH SHOP DRAWINGS.

SUBSCRIPT DENOTES NEMA CONFIGURATION.

HEIGHT MEASURED TO BOTTOM OF THE BOX FROM FINISHED FLOOR.
SUBSCRIPT U INDICATES ULTRASONIC, ‘P INDICATES PASSIVE INFRARED.

6" 'BELOW CEILING.

INDICATES DUAL TECHNOLOGY OCCUPANCY AND DAYLIGHT SENSOR.

STANDARD MOUNTING HEIGHT UNLESS OTHERWISE NOTED ON PLANS

SEE FIXTURE SCHEDULE FOR TYPE, MOUNTING AND WATTAGE.
HEIGHT MEASURED TO CENTER LINE OF THE mOx FROM THE FINISHED FLOOR.

NEMA TYPE 'ND’ NON—FUSED UNLESS NOTED 'F’ Mvﬂcmmaw USE 'HD’ 480 V.
R 6" BELOW CEILING.

PROVIDE H.0.A. AND S.S. PUSHBUTTONS AS REQUIRED.

DOUBLE ARROWS DENOTE A DOUBLE FACE UNIT.

COORDINATE WITH SHOP DRAWINGS.

SUBSCRIPT DENOTES NEMA CONFIGURATION.

HEIGHT MEASURED TO BOTTOM OF THE BOX FROM FINISHED FLOOR.

SUBSCRIPT U INDICATES ULTRASONIC, P’ INDICATES PASSIVE INFRARED,

‘1" INDICATES DUAL TECHNOLOGY OCCUPANCY AND DAYLIGHT SENSOR.

SUBSCRIPT "EM’ INDICATES EMERGENCY FIXTURE.
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SYMBOL  DESCRIFTION MOUNTING NOTES STANDARD MOUNTING HEIGHT UNLESS OTHERWISE NOTED ON PLANS
(® | ueHT AXTURE (LETTER DESIGNATES TYFE) SEE SPEC SYMBOL  DESCRIPTION MOUNTING NOTES
) EQUIPMENT NUMBER ——— | ONE CIRCUI, TWO WIRE HOME RUN TO PANEL
[mfO) JUNCTION BOX ('F* IN FLOOR) AS NOTED —f—=—=—| 2 CIRCU, 3 WIRE, COMMON NEUTRAL HOME RUN
o4 MOTOR OUTLET o5 === 3 ciroum, 4 WIRE, COMMON NEUTRAL HOME RUN
® PHOTO—ELECTRIC CONTROL AS NOTED | TORK 2000A CONDUIT RUN CONCEALED IN WALL OR CEILING
© JUNCTION BOX FOR DATA AT EXHIBITS IN FLOOR [SEESPECS | = [-———- CONDUIT RUN CONCEALED IN FLOOR OR GROUND
[T] TIME CLOCK 450" [2. —o | conpur up
[e] PUSHBUTTON +4-0" |2. ——=e | conourr pown
(] NON—-FUSED DISCONNECT SWITCH +5'-0" 5. —3 | conpur sTus LocaTioN coiBur
[FP FUSED DISCONNECT SWITCH +5-0" |s. === | oBLE TRAY AS NOTED
$7 MANUAL STARTER THERMAL OVERLOAD SWITCH WITH GREEN PIOT LiHT | +4'—0" |2. O CEILING LIGHT FIXTURE CELING 1.
A MAGNETIC STARTER +5'-0" |7. KO WALL LIGHT FIXTURE AS NOTED | 1.
[vrD] VARUBLE FREQUENCY DRIVE +6'-6" =fJem | RECESSED DOWNUIGHT FIXTURE CELNG [1.13.
p=d] MAGNETIC STARTER / DISCONNECT COMBINATION +5'-0" (] RECESSED WALL WASH DOWN LIGHT CELING [1.13.
-_— PANEL BOARD — SURFACE %4 Fay WALL MOUNTED FIXTURE
e PANEL BOARD — RECESSED T A [om) FLUORESCENT LIGHT FIXTURE AS NOTED | 1
[FaP] FIRE ALARM PANEL T A || FLUORESCENT EGRESS LIGHT FIXTURE W/BATTERY PACK [ AS NOTED [1.13.
P72 | MAN DISTRIBUTION PANEL - AREA LIGHT POLE AND FIXTURE CONCRETE | seE DETAIL
mmmmmn | TELEPHONE TERMINAL BOARD < FLOOD OR TRACK FIXTURE AS NOTED
HO CLOCK OUTLET +7'-6" |a. Q® CEILING MOUNTED EXIT LIGHT CELING [1.38.
@ ] CLOCK/SPEAKER COMBINATION +7'-6" KD WALL MOUNTED EXIT LIGHT AS NOTED | 1.3.8.
EBIO BELL +7-6" 9 SINGLE POLE SWITCH +4'=0" |2.
[mY CHINE +7'-6" 49 | SINGLE POLE swiTcH +4'-0" 4. 2.
] FIRE ALARM MANUAL PULL STATION +4-0" |2. $3 | THREE-waY swircH +4-0" [2.
DEK FIRE ALARM SIGNAL HORN/STROBE PROJECTORS +6'—8" |6, g4 FOUR-WAY SWITCH +4'=0" |2.
EK FIRE ALARM SIGNAL HORN/STROBE +6'-8" |e. 4% | Kev OPERATED swiTcH w0 |2 e |
E FIRE ALARM SIGNAL SPEAKER/STROBE +6'-8" [e. $° SWITCH WITH PILOT LIGHT +4'-0" [2.
[, SMOKE DETECTOR CEILING Wv VARIABLE INTENSITY SWITCH +4'-0" |2.
[GH DUCT SMOKE DETECTOR MTD. IN DUCT T TIMER SWITCH +4'—0" [2.
G HEAT DETECTOR CEILING ? LOW VOLTAGE SWITCH +4-0" [2.
Dl ___ | FIRE/SMOKE DAMPER [ DUAL TECHNOLOGY OCCUPANCY SENSOR CELNG |12.
3] DOOR HOLDER AS NOTED KD DUAL TECHNOLOGY OCCUPANCY SENSOR (WALL MTD) +4-0" (2. 12,
Fd FLOW SWITCH €P POWER PACK FOR OCCUPANCY SENSORS CEILNG [SEE DETAL, SPEC
[ TAMPER SWITCH [al AUTOMATIC RELAY PACK CEILING [SEE DETAL, SPEC
[% WATER FLOOD INDICATOR [0) DAY LIGHT SENSOR AS NOTED [ SEE SPEC
A 0.5. & Y. VALVE SEE DETALL Eo) DUPLEX RECEPTACLE JEPER OUNLET  en +16" |11
Rl FIRE ALARM RELAY © SIMPLEX RECEPTACLE +16" |11,
] FIRE ALARM CONTROL MODULE S DUPLEX RECEPTACLE +16 |11,
] FIRE ALARM MONITOR MODULE ©, | pupLEx RecEPTACLE 9.
] FIRE ALARM CONTROL MODULE +6'-8" |e. ©y | ELECTRIC WATER COOLER RECEPTACLE SEE DETAL
Rl FIRE ALARM RELAY +6'-8" |6 ©yp | WEATHERPROOF RECEPTACLE +24" 2.
5] FIRE ALARM STROBE +6'-8" |8, D ISOLATED GROUND RECEPTACLE +16" |11,
5] FIRE ALARM BEAM RECIEVER AS NOTED =5 grei | GROUND FAULT INTERRUPTER DUPLEX RECEPTACLE +16° [9. 11.
BT] FIRE ALARM BEAM TRANSMITTER AS NOTED ) DUPLEX RECEPTACLE EMERGEMCY POWER (RED) +16° |11,
[¢], | bpuress PusHBUTTON +4-0" ) FOURPLEX RECEPTACLE +16° [9. 11.
] SECURMTY SYSTEM DOOR SWITCH iy %BE | FOURPLEX RECEFTACLE EMERGEMCY POWER (RED) +16" |11,
4 MAGNETIC SHEAR LOCK E=] FLOOR OUTLET WITH 20A DEVICE FLOOR
) SECURITY SYSTEM KEYED ACCESS SWITCH +4-0" [2. £ FOURPLEX FLOOR OUTLET FLOOR
[ INFRARED SENSOR AS NOTED | OP® | muTPLE SERVICE FLOOR BOX FLOOR | WALKER RFB
m SECURITY MOTION DETECTOR MOUNT AS PER. MAN @ SPECIAL PURPOSE OUTLET 518025 | 10. witH cap. 11
GLASS BREAK DETECTOR CEILING [=] | coro oroP SEE DETAIL
ELECTRIC DOOR STRIKE — -« —| PLUGNOLD R
CCTV CAMERA J-BOX (O.C. = OUTSIDE CAMERA) AS NOTED K- TELEVISION OUTLET +16" |11,
DOOR POSITION INDICATING SWITCH [©) DATA OUTLET +16 11,
KEY PAD — SECURMY +4'-0" |2, 4 TELEPHONE OUTLET +16" |11,
RECORD DRAWING SOUND SYSTEM SPEAKER | ) TELEPHONE OUTLET FLOOR
DATE: 042706 WALL MOUNTED SOUND SYSTEM SPEAKER AS NOTED
THESE mmoox%:?\mmmmz NTERCOM SPEAKER ad v._o._.mo
PREPARED BASED ON INFORMATION VOLUME CONTROL 0|2 DESIGNED: SUB SHEET NO. TITLE OF SHEET oxzz_zo 0.
PROVIDED BY OTHERS. THE DESIGN MICROPHONE OUTLET +16" (1. R.B. - w<§ wo _lw m_
PROFESSIONAL HAS NOT VERIFIED THE MICROPHONE FLOOR OUTLET FLOOR Croo )
o o oo S| (o SCHEDULES
BE RESPONSIBLE FOR ANY ERRORS OR CALL SWTCH 0" |2, TECH. REVIEW: AND NOTES >,__~Am_._ E
OMISSIONS WHICH MAY BE INCORPORATED ARCHITECTURAL ROOM NUMBER ARl
HEREIN AS A RESULT. REMOTE GENERATOR ANNUNGIATOR DATE: ARCHES NATIONAL PARK 160 121
11/03 Moab, Utah —oFlel




